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WSH M: WASHING MACHINE

CMP: COMPRESSOR
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MECHANICAL BARRIER

NOTE: 1) SIZE OF CABLES, CONDUCTORS SIZES AND
CIRCUIT IDENTIFICATIONS TO Bt TRACED ON SITE

2) INCOMING CABLE SOURCE TO BE TRACED ON SITE

NOTE: SIZE OF CABLES, CONDUCTORS SIZES AND

CIRCUIT IDENTIFICATIONS TO Bt TRACED ON SITE

AN IS OO TV T VI IO TS O L I AOSEET L SN IS O LI L I ORI ST OIS OIS

DRAWING DESIGN DRAWING DRAWING
DEVELOPMENT
A ISSUED FOR TENDER 24)07/24| MB
DESCRIPTION DATE BY
REVISION
CLIENT: .
HATIOHAL HEALTH
LAEORATORY BERWICE
CONSULTANT:

POTENT

Engineering Projects

14 14th Avenue +27 74 569 4277
Edenvale +27 87 152 0823
1609 Email: www.potenteng.co.za

PROJECT:
REFURBISHMENT OF NHLS SAVP
BUILDING
DRAWING TITLE:
ES DISTRIBUTION BOARD E2
SCHEMATICS
PROJECT STAGE:
TENDER STAGE
DATE: SCALE: DRAWN:
2410712024 NTS G. MAMBOYA
DESIGN: CHECKED: APPROVED:
B. BOKABO B. BOKABO B. BOKABO
DESIGN ENGINEER APPROVAL: DATE:
PROJECT ENGINEER APPROVAL: DATE:
CLIENT APPROVAL: DATE:

REVISION

PEP/NHLS/ESDB-E2 A

...\Documents\NHLS\ESDB-E2.dgn 2024/07/25 08:57:42




