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1 Overview and purpose of the goods and services
The scope of work entails the design, manufacture, integration, testing at works and site, development of user documentation, training of Eskom personnel, supply, delivery, off-loading and if required, installation and commissioning of Switch Mode Battery Chargers on an “as and when required” basis for a period of five (5) years with the option to extend for up to an additional two (2) years period.
The estimated quantities are as follows: 

	Item No.
	Description
	Qty

	1
	50V 20A Battery Charger, Left Hand Swingframe 800x 600x 1800mm Non Self Contained. Controller, Rectifiers (No Fans), 1x Type A Breaker Module (10 32A SP & 4x 50A SP + Auxilliary), Type E Breaker Module AC Input Breaker, DEHNguard AC Surge, 2x Surge arrestor, CIS, BCB, LCB, Control Fuses. 230V 1 Phase AC Input. Generally to Specification 240-53114248.
	1

	2
	50V 20A Battery Charger, Sub Rack & Back Plate ONLY (No AC & DC Breakers) 800mm. Rectifiers (No Fans), Contrloler,Surge Cards/ARRESTORS, CIS, Control Fuses. 230V 1 Phase AC Input. Generally to Specification 240-53114248.
	1

	3
	50V 20A Battery Charger, Top Drawer 800mm (width) Non Self Contained. 2x Controller, Rectifier/s (No Fans),Controller, AC Input Breaker, DEHNguard AC Surge,CIS, BCB, LCB, 5x 32A SP Load Breakers, Control Fuses. 400/230V 1/3 Phase Linkable AC Input. Generally to Specification 240-53114248.
	3

	4
	50V 25A Battery Charger, 1 Cabinet Self Contained Fixed Frame 600x 600x 1275mm with 2x Battery Shelves. Rectifiers (No Fans), Controller, 6x 20A SP Load Breakers, 2x 63A Battery Breakers, AC Input Breaker, 2x Rectifier Module Breakers, DEHNguard AC Surge,  Surge A, LIS. 400/230V 1/3 Phase Linkable AC Input, Control Fuses. Generally to Specification 240-53114248.
	1

	5
	50V 40A Battery Charger, Left Hand Swingframe 800x 600x 1800mm Non Self Contained. Rectifiers (No Fans), Control Unit, 1x Type A Breaker Module (10 32A SP & 4x 50A SP + Auxilliary), Type E Breaker Module AC Input Breaker, DEHNguard AC Surge, 2x Surge arrestor, CIS, BCB, LCB, Control Fuses. 400/230V 1/3 Phase Linkable AC Input. Generally to Specification 240-53114248.
	1

	6
	50V 50A Single Battery Charger with Distribution: One Sub-rack Charger, one type I and one type J Distribution modules, two battery shelves, two battery circuit breakers, integrated in a 19” 600x600x1500 fixed frame cabinet with blanking plates
	46

	7
	Single 50V 50A Battery Charger & Single Distribution Board, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Contains  Rectifiers,  Control Unit, 2x Type G Breaker Modules (10x 32A SP and 4x 50A SP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, 25A Load Regulator, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	8
	Dual 50V 50A Battery Charger (Fans) & Dual Distribution Board, 4 Cabinets Non Self Contained Fixed Frame -Total width 600x 600x 2400mm Each Unit Contains a Controller, Rectifiers, LTS, DDR 50A, 2x Type G Breaker Modules unregulated (10x 32A SP + Auxilliary)+ 2x Type G Breaker Modules regulated (10x 32A SP + Auxilliary), AC Input Breaker + Trip, 5 x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS(250A), BIS (160A), LIS(125A), LTS, 50A Load Regulator, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	9
	Dual 50V 60A Battery Charger (No Fans) & Dual Distribution Board, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Unit Contains 3x Controller Rectifiers, Control Unit, 2x Type G Breaker Modules (10x 32A SP and 4x 50A SP + Auxilliary), AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS, 50A Load Regulator, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	10
	50V 75A Single Battery Charger and DC DB, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Charger Contains Rectifiers, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	10

	11
	Single 50V 100A Battery Charger & Single Distribution Board, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm - Total Width 2400mm. Charger contains Rectifiers, Control Unit, 2x Type G Breaker Modules (10x 32A SP[unregulated] and 4x 50A SP + Auxilliary[regulated]), 3 Ph AC Input Breaker (50A)+ Shunt trip + Dehnguard surge, 5x Rectifier Module Breakers, 2x Surge arrestor, CIS (500A), BIS (160A), LIS (250A), , 50A 2 stage Load Voltage Regulator, 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	25

	12
	Dual 50V 100A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm - Total Width 2400mnm. Each Dual Contains Rectifiers, Control Unit, 2x Type G Breaker Modules (10x 32A SP[unregulated] and 4x 50A SP + Auxilliary[regulated]), 3 Ph AC Input Breaker (50A), 5x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS (500A), BIS (160A), LIS (250A), LTS + Lamp, 50A 2 stage Load Voltage Regulator, 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	13
	50V 150A Battery Charger, 1 Cabinet Self Contained Fixed Frame 600x 600x 1750mm with 2x Battery Shelves.230/400V AC +MCB,Shunt trip, AC Module MCB, Rectifiers, Controll Unit,CCB (250A), LVD+Reset Pushbutton, LIS (125A), 6 x SP Load Breakers (20A), 2x 100A Battery Breakers, AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, LIS, LV Battery Disconnect, Control Fuses. 400V 3 Phase AC Input. Generally to Specification 240-53114248.
	67

	14
	50V 150A Battery Charger, 1 Cabinet  800x 600x 1800mm Left Hand Swing Frame. Rectifiers, Controll Unit, 10x 32A & 4x 50A SP Load Breakers, 2x 200A Battery Breakers, AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, LIS, LV Battery Disconnect, 100A Load Voltage Regulator, Control Fuses. 230V 1 Phase AC Input. Generally to Specification 240-53114248
	1

	15
	Single 50V 150A Battery Charger & Single Distribution Board, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm - Total Width 1200mnm. Contains, Rectifiers, Control Unit, 2x Type G Breaker Modules (10x 32A SP and 4x 50A SP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, Surge Arrestor, CIS, BIS, LIS, 75A Load Regulator, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	12

	16
	50V 150A Dual Battery Charger, 4 Cabinets, 600x 600x 2400mm Fixed Frame. Each Battery Charger -3 ph 400V AC input+ Breaker,  DEHNguard AC Surge+shunt trip, Rectifier Module Breakers, Rectifiers, Control Unit, CIS (500A),BIS (160A fuses)+centre tap, Reverse connection diode, LIS DP (500A),DDR (75A) 2 x Type G Load mcb (10x 32A & 4x 50A SP), 2x Surge arrestor,Load parallel switch -Generally to Specification 240-53114248.
	8

	17
	50V 150A Battery Charger, 1 Cabinet NON Self Contained Fixed Frame 600x 600x 2100mm 47U with 2x Battery Shelves. Rectifiers, Controller, 1x Type G Breaker Module, 2x 100A + 2 X 200A Battery Breakers, AC Input Breaker, 5x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS (250A), LIS (125A), LV Battery Disconnect (400A), Control Fuses. 400V 3 Phase AC Input. Generally to Specification 240-53114248.
	37

	18
	50V 150A Battery Charger, 1 Cabinet  800x 600x 1800mm Left Hand Swing Frame. 3x Control Unit, 10x 32A & 4x 50A SP Load Breakers, 2x 150A Battery Breakers, AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, LIS, LV Battery Disconnect, 100A Load Voltage Regulator, Control Fuses. 400V 3 Phase AC Input. Generally to Specification 240-53114248.
	8

	19
	50V 150A Battery Charger, 1 Cabinet  800x 600x 1693mm 38U Left Hand Swing Frame. Rectifiers, Control Unit, 1 X Type G Breaker module, 3ph AC input Breaker, Rectifier Module breakers, DEHNguard AC surge +SPD trip, 2x 200A Battery Breakers, 2 s Surge arrestor, CIS (250A),LIS (125A), LV Battery Disconnect (400A), LVD reset P/B, 100A DDR, Control Fuses. 400V 3 Phase AC Input. Generally to Specification 240-53114248.
	1

	20
	Single 50V 200A Battery Charger & Single Distribution Board, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm - Total Width 1200mnm. Contains Rectifiers, Control Unit, 2x Type G Breaker Modules (10x 32A SP and 4x 50A SP + Auxilliary), AC Input Breaker, 5x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, 100A Load Regulator, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	26

	21
	50V 200A Battery Charger, 1 Cabinet NON Self Contained Fixed Frame 600x 600x 1800mm 36U. Rectifiers, Control Unit Controller, 6x 20A SP Load Breakers, 2x 100A Battery Breakers, AC Input Breaker, 4x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, LIS, LV Battery Disconnect, Control Fuses. 400V 3 Phase AC Input. Generally to Specification 240-53114248.
	1

	22
	50V 200A Battery Charger, 2 Cabinet Swing Frame 800x 600x 2200mm (Total Width 1600mm). Common Load Combiner & 100A Load Regulator feeding 2x Type-G Breaker Modules. EACH Charger Contains Rectifiers, Controller, 2x 100A Arrestor, CIS, LIS, LV Battery Disconnect, Control Fuses. 400V 3 Phase AC Input. . Generally to Specification 240-53114248.
	20

	23
	50V 200A Battery Charger, 3 Cabinet Fixed Frame 600x 600x 1800mm. Each charger contains - 3 ph AC +shunt trip+NFC+Dehnguard surge,5 x AC SP Module MCB, controller, rectifier modules, CIS (200A), LVD + reset pushbutton, 2 x BCB (125A), LIS SP (125A), Common Load Combiner & Single Load Regulator (100A),  feeding 2x Type-G Breaker Modules. Generally to Specification 240-53114248.
	1

	24
	50V 200A Battery Charger, 1 Cabinet  800x 600x 1793mm 40U Left Hand Swing Frame. Rectifier, Control Unit, 1 X Type G Breaker module, 3ph AC input Breaker,4 x Rectifier Module breakers, DEHNguard AC surge +SPD trip, 2x 200A Battery Breakers, DC surge, CIS (250A),LIS (250A), LV Battery Disconnect (400A), LVD reset P/B, 100A DDR, Control Fuses. 400V 3 Phase AC Input. Generally to Specification 240-53114248.
	3

	25
	50V 200A Dual Battery Charger, 2 Cabinet  800x 600x 2200mm 49U RH Swing Frame. Control Unit, 1 X Type G Breaker module, 3ph AC input Breaker,4 x Rectifier Module breakers, DEHNguard AC surge +SPD trip,NFC,  2x 200A Battery Breakers, 2  Surge arrestor, CCB (375A),LCB (200A), LV Battery Disconnect (400A), LVD reset P/B, dual 100A DDR, 2 x Type G load + 2 x Type G common load, LPS,Control Fuses. 400V 3 Phase AC Input. Generally to Specification 240-53114248.
	1

	26
	Dual 50V 200A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, Control Unit, 2x Type G Breaker Modules (10x 32A SP[regulated] and 4x 50A SP + Auxilliary[unregulated]), 3 Ph AC Input Breaker (50A), 5x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS (500A), BIS (160A), LIS (250A), LTS + Lamp, 100A 2 stage Load Voltage Regulator, 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	49

	27
	50V 250A Single Battery Charger + DB (2 x panel FF) 600x 600x 2400mm, SPD+NFC,Rectifiers, Control Unit, 150A LVR, BIS (160A Fuse), 2xtype G DC racks, Specification 240-53114248
	1

	28
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 50 V; OUTPUT: 250 A; SPECIFICATION: 240-53114248;50V 250A Dual Battery Charger and Dual DC Board, 600x 600x 2400mm, Each Dual Contains Rectifiers, Control Unit with 2 x Type G modules + 125A Load Voltage Regulator. VENDORS ARE RESPONSIBLE FOR ENSURING THAT THEY ARE PERFORMING AGAINST THE CORRECT DRAWING REVISION NUMBER (IF APPLICABLE).
	25

	29
	50V 300A Battery Charger, 2 Cabinets SwingFrame 800x 800x 2400mm. Dual voltage regulator (100A) + Load parallel switch (250A), each feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2). EACH Charger Contains Rectifiers, Control Unit Controller, 2x Battery Breakers (250A), AC Input Breaker, NFC, 12x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, Charger MCCB (480A), LCB (250A), LV Battery Disconnect contactor, Control Fuses. 400V 3 Phase AC Input.  Generally to Specification 240-53114248.
	19

	30
	Single 50V 300A Battery Charger & Single Distribution Board, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm - Total Width 1200mnm. Contains Rectifiers, Control Unit, 2x Type G Breaker Modules (10x 32A SP and 4x 50A SP + Auxilliary), 3 PH AC Input Breaker + Shunt trip + Dehnguard surge, 5x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS (500A), BIS (200A), LIS (250A), 100A Load Regulator for 50A Breakers only. Generally to Eskom Specification 240-53114248.
	5

	31
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 50 V; OUTPUT: 300 A; SPECIFICATION: 240-53114248;50V 300A Dual Battery Charger and Dual DC Board, 600x 600x 2400mm.  with 2 x Type G modules + 125A Load Voltage Regulator. VENDORS ARE RESPONSIBLE FOR ENSURING THAT THEY ARE PERFORMING AGAINST THE CORRECT DRAWING REVISION NUMBER (IF APPLICABLE).
	1

	32
	50V 300A Battery Charger, 3 Cabinet Fixed Frame 600x 600x 1800mm. Common Load Combiner & 100A Load Regulator feeding 2x Type-G Breaker Modules. EACH Charger Contains Rectifiers, Control Unit Controller, 2x Battery Breakers, AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, LIS, LV Battery Disconnect, Control Fuses. 400V 3 Phase AC Input. . Generally to Specification 240-53114248.
	19

	33
	"50V 400A Dual Battery Charger and Dual DC Board, Fixed Frame, 600x 600x 2400mm.  with 20 x 32A, 20 x 50A Load MCB's and 20 x 32A Combiner Load MCB's  + 150A Load Voltage Regulator, 150A blocking diodes, Parallel Switch, no LTS, 4xFF Cabinets, Bottom entry"
	1

	34
	50V 400A Battery Charger, 2 Cabinets SwingFrame 800x 800x 2400mm. Dual voltage regulator (100A) + Load parallel switch (250A), each feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2). EACH Charger Contains Rectifiers, Control Unit Controller, 2x Battery Breakers (250A), AC Input Breaker, NFC, 12x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, Charger MCCB (480A), LCB (250A), LV Battery Disconnect contactor, Control Fuses. 400V 3 Phase AC Input.  Generally to Specification 240-53114248.
	5

	35
	50V 50A Battery Charger, 1 Cabinet Self Contained Fixed Frame 600x 600x 1620mm with 2x Battery Shelves.3 phase input, 4x Control Unit, Rectifiers (No Fans), ContrOller Controller, 6x 20A SP Load Breakers, 2x 100A SP Battery Breakers, AC Input Breaker (20A- D curve), 3x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, Load isolator. 400/230V 1/3 Phase Linkable AC Input, Control Fuses. Generally to Specification 240-53114248.
	1

	36
	50V 500A Battery Charger, 2 Cabinets SwingFrame 800x 600x 2200mm (Total Width 1600mm). Dual voltage regulator (100A) + Load parallel switch (250A), each feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2). EACH Charger Contains Rectifiers, Control Unit Controller, 2x Battery Breakers (200A), AC Input Breaker, NFC, 9x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, Charger Circuit breaker (600A), LCB (250A), LV Battery Disconnect contactor, Control Fuses. 400V 3 Phase AC Input.  Generally to Specification 240-53114248.
	3

	37
	Dual 50V 600A Battery Charger & Dual Distribution Board, 2 Cab Swingframe 800x 800x 2400mm. Each Dual Contains 3 ph 400V AC 3P MCB input,Shunt trip+NFC+Dehnguard surge, SP AC module mcb, Rectifiers, LV ADIO, Control Unit, CIS (750A), LVD + Pushbutton, 2 x BCB (375A),LIS (250A, DDR (100A), 1 x Type G regulated load (10 x 32A MCB+4 x 50A with aux), combined Ch1 + Ch2 -1 x Type G regulated load (10 x 32A MCB+4 x 50A with aux),LPS, Generally to Eskom Specification 240-53114248.
	3

	38
	50V 600A Battery Charger, 4 Cabinets Swing Frame 800x 800x 2200mm.  Load parallel switch (480A)in charger 1. EACH Charger  contains 400V 3 Phase AC Input + AC Input Breaker, DEHNguard AC Surge, NFC, Rectifier Module Breakers, Rectifier modules, Control Unit Controller, Battery Breaker 1 (375A)+Battery breaker 2 (375A), 2x Surge arrestor, Charger CB (750A), LCB (480A), LV Battery Disconnect contactor (400A), Control Fuses, Voltage regulator (250A) feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2).   Generally to Specification 240-53114248.
	62

	39
	50V 750A Battery Charger, 4 Cabinets Swing Frame 800x 800x 2200mm.  Load parallel switch in charger 1. EACH Charger  contains 400V 3 Phase AC Input + AC Input Breaker, DEHNguard AC Surge, NFC, Rectifier Module Breakers, Rectifier modules, Control Unit Controller, Battery Breaker 1+Battery breaker 2, 2x Surge arrestor, Charger CB, LCB, LV Battery Disconnect contactor, Control Fuses, Voltage regulator feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2).   Generally to Specification 240-53114248.
	1

	40
	50V 1000A Battery Charger, 4 Cabinets Swing Frame 800x 800x 2200mm.  Load parallel switch in charger 1. EACH Charger  contains 400V 3 Phase AC Input + AC Input Breaker, DEHNguard AC Surge, NFC, Rectifier Module Breakers, Rectifier modules, Control Unit Controller, Battery Breaker 1+Battery breaker 2, 2x Surge arrestor, Charger CB, LCB, LV Battery Disconnect contactor, Control Fuses, Voltage regulator feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2).   Generally to Specification 240-53114248.
	1

	41
	50V 1250A Battery Charger, 4 Cabinets Swing Frame 800x 800x 2200mm.  Load parallel switch in charger 1. EACH Charger  contains 400V 3 Phase AC Input + AC Input Breaker, DEHNguard AC Surge, NFC, Rectifier Module Breakers, Rectifier modules, Control Unit Controller, Battery Breaker 1+Battery breaker 2, 2x Surge arrestor, Charger CB, LCB, LV Battery Disconnect contactor, Control Fuses, Voltage regulator feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2).   Generally to Specification 240-53114248.
	1

	42
	50V 1500A Battery Charger, 4 Cabinets Swing Frame 800x 800x 2200mm.  Load parallel switch in charger 1. EACH Charger  contains 400V 3 Phase AC Input + AC Input Breaker, DEHNguard AC Surge, NFC, Rectifier Module Breakers, Rectifier modules, Control Unit Controller, Battery Breaker 1+Battery breaker 2, 2x Surge arrestor, Charger CB, LCB, LV Battery Disconnect contactor, Control Fuses, Voltage regulator feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2).   Generally to Specification 240-53114248.
	1

	43
	50V 1750A Battery Charger, 4 Cabinets Swing Frame 800x 800x 2200mm.  Load parallel switch in charger 1. EACH Charger  contains 400V 3 Phase AC Input + AC Input Breaker, DEHNguard AC Surge, NFC, Rectifier Module Breakers, Rectifier modules, Control Unit Controller, Battery Breaker 1+Battery breaker 2, 2x Surge arrestor, Charger CB, LCB, LV Battery Disconnect contactor, Control Fuses, Voltage regulator feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2).   Generally to Specification 240-53114248.
	1

	44
	50V 2000A Battery Charger, 4 Cabinets Swing Frame 800x 800x 2200mm.  Load parallel switch in charger 1. EACH Charger  contains 400V 3 Phase AC Input + AC Input Breaker, DEHNguard AC Surge, NFC, Rectifier Module Breakers, Rectifier modules, Control Unit Controller, Battery Breaker 1+Battery breaker 2, 2x Surge arrestor, Charger CB, LCB, LV Battery Disconnect contactor, Control Fuses, Voltage regulator feeding 2x Type-G Breaker Modules + 2 x Type G Breaker modules (common charger 1 and charger 2).   Generally to Specification 240-53114248.
	1

	45
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 110 V; OUTPUT: 15 A; SPECIFICATION: 240-53114248;110V 15A Single Battery Charger and Single DC Board, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Charger Contains Rectifiers, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	46
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 110 V; OUTPUT: 30 A; SPECIFICATION: 240-53114248;110V 30A Single Battery Charger and Single DC Board, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Charger Contains Rectifiers, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	47
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 110 V; OUTPUT: 50 A; SPECIFICATION: 240-53114248;110V 50A Single Battery Charger and Single DC Board, Fixed Frame 600x 600x 2400mm  with 4 x Type D modules. VENDORS ARE RESPONSIBLE FOR ENSURING THAT THEY ARE PERFORMING AGAINST THE CORRECT DRAWING REVISION NUMBER (IF APPLICABLE). 
	10

	48
	Dual 110V 50A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, 5x Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Eskom Specification 240-53114248.
	1

	49
	110V 75A Battery Charger, Dual Battery Charger and Dual DC DB, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Charger Contains Rectifiers, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	50
	Single 110V 75A Battery Charger & Main & Backup Distribution Boards, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Charger Contains Rectifiers, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS,Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	51
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 110 V; OUTPUT: 60 A; SPECIFICATION: 240-53114248;110V 100A Single Battery Charger and Single DC Board with 4 x Type D modules. VENDORS ARE RESPONSIBLE FOR ENSURING THAT THEY ARE PERFORMING AGAINST THE CORRECT DRAWING REVISION NUMBER (IF APPLICABLE). 
	1

	52
	Dual 110V 100A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	7

	53
	Dual 110V 150A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	5

	54
	Dual 110V 200A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 2x Shelves, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	4

	55
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 3 PHASE 400V +-25%; OUTPUT: 110V, 250 A; SPECIFICATION: 240-53114248; 110V 250A Dual Battery Charger and Dual DC Board 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 2x Shelves, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	6

	56
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 3 PHASE 400V +-25%; OUTPUT: 110V, 300 A; SPECIFICATION: 240-53114248; 110V 300A Dual Battery Charger and Dual DC Board 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 2x Shelves, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	57
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 3 PHASE 400V +-25%; OUTPUT: 110V, 400 A; SPECIFICATION: 240-53114248; 110V 400A Dual Battery Charger and Dual DC Board 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 2x Shelves, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	58
	220V 15A Battery Charger, Sub Rack & Back Plane, 800mm (width), 3 phase ACB(25A)+ LCB DP (32A), 2x Control Unit, Rectifiers (No Fans), Control Unit, Surge arrestor, Control Fuses. 400/230V 1/3 Phase Linkable AC Input. Generally to Specification 240-53114248.
	1

	59
	220V 30A Battery Charger, Sub Rack & Back Plane, 800 mm (width) 3 phase ACB(25A)+ LCB DP (32A), 2x Control Unit, Rectifiers (No Fans), Control Unit, Surge arrestor, Control Fuses. 400/230V 1/3 Phase Linkable AC Input. Generally to Specification 240-53114248.
	1

	60
	Single 220V 50A Battery Charger & Single Distribution Board, 2 Cabinet Non Self Contained Fixed Frame 600x 600x 1200mm - Total Width 1200mnm. Charger Contains Rectifiers, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	61
	CHARGER, BATTERY: TYPE: FIXED FRAME; POWER SOURCE: 3 PHASE 400V +-25%; OUTPUT: 220V, 50A; SPECIFICATION: 240-53114248; 220V 50A Dual Battery Charger and Dual DC Board,4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 2x Shelves, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248. with 4 x Type D modules
	1

	62
	220V 75A Battery Charger, Dual Battery Charger and Dual DC DB 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 2x Shelves, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input. Generally to Eskom Specification 240-53114248.
	1

	63
	Dual 220V 100A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 1x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	23

	64
	220V 100A Single Battery Charger, 2 Cabinet  600x 600x 2400mm 54U Fixed Frame. Rectifiers, Control Unit, 4 X Type D Breaker module, 3ph AC input Breaker, Rectifier Module breakers, DEHNguard AC surge +SPD trip,  BIS (125A), 2  Surge arrestor, CIS (125A),LIS (125A), Control Fuses. 400V 3 Phase AC Input. Generally to Specification 240-53114248.
	1

	65
	220V 150A Dual Battery Charger, 4 Cabinet  600x 600x 2400mm 54U Fixed Frame. Rectifiers, Control Unit, 8 X Type D Breaker module, 3ph AC input Breaker, Rectifier Module breakers, DEHNguard AC surge +SPD trip,  BIS (160A), 2  Surge arrestor, CIS (200A),LIS (160A), LTS,Control Fuses. 400V 3 Phase AC Input. Generally to Specification 240-53114248.
	1

	66
	Dual 220V 200A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	18

	67
	Dual 220V 300A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	68
	Dual 220V 400A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	69
	Dual 220V 500A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	70
	Dual 220V 600A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	71
	Dual 220V 750A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	72
	Dual 220V 1000A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	73
	Dual 220V 1250A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	74
	Dual 220V 1500A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	75
	Dual 220V 1750A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	76
	Dual 220V 2000A Battery Charger & Dual Distribution Board, 4 Cabinet Non Self Contained Fixed Frame 600x 600x 2400mm. Each Dual Contains Rectifiers, 3x Shelf, Control Unit, 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, 2x Surge arrestor, CIS, BIS, LIS, LTS and Lamp, Control Fuses. 400V 3 Phase AC Input.Generally to Eskom Specification 240-53114248.
	1

	77
	MODULE: TYPE: SINGLE; DC BOARD; INPUT: 50 VDC; OUTPUT: 50 VDC; POWER SOURCE: 380 VAC; APPLICATION: BATTERY CHARGER; DIMENSIONS: WD 600 MM X HT 2.4 M X DP 600 MM; 2x Type G Breaker Modules (10x 32A SP[regulated] and 4x 50A SP + Auxilliary[unregulated]) SPECIFICATION: 240-53114248; PART NO: DBD50/CE001; 
	1

	78
	MODULE: TYPE: DUAL; DC BOARD; INPUT: 50 VDC; OUTPUT: 50 VDC; POWER SOURCE: 380 VAC; APPLICATION: BATTERY CHARGER; DIMENSIONS: WD 600 MM X HT 2.4 M X DP 600 MM; 2x Type G Breaker Modules (10x 32A SP[regulated] and 4x 50A SP + Auxilliary[unregulated]) SPECIFICATION: 240-53114248; PART NO: DBD50/CE001; 
	1

	79
	MODULE: TYPE: SINGLE ; DC BOARD; INPUT: 110 VDC; OUTPUT: 110 VDC; POWER SOURCE: 380 VAC; APPLICATION: BATTERY CHARGER; DIMENSIONS: WD 600 MM X HT 2.4 M X DP 600 MM; 4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), SPECIFICATION: 240-53114248; PART NO: DBD220/CE001; 
	1

	80
	MODULE: TYPE: ; DC BOARD; INPUT: 110 VDC; OUTPUT: 110 VDC; POWER SOURCE: 380 VAC; APPLICATION: BATTERY CHARGER; DIMENSIONS: WD 600 MM X HT 2.4 M X DP 600 MM;  4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), SPECIFICATION: 240-53114248; PART NO: DBD50/CE001;
	1

	81
	MODULE: TYPE: SINGLE; DC BOARD; INPUT: 220 VDC; OUTPUT: 220 VDC; POWER SOURCE: 380 VAC; APPLICATION: BATTERY CHARGER; DIMENSIONS: WD 600 MM X HT 2.4 M X DP 600 MM;  4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), SPECIFICATION: 240-53114248; PART NO: DBD220/CE001; 
	1

	82
	MODULE: TYPE: DUAL; DC BOARD; INPUT: 220 VDC; OUTPUT: 220 VDC; POWER SOURCE: 380 VAC; APPLICATION: BATTERY CHARGER; DIMENSIONS: WD 600 MM X HT 2.4 M X DP 600 MM;  4x Type D Breaker Modules (8x 32A DP and 2x 50A DP + Auxilliary), SPECIFICATION: 240-53114248; PART NO: DBD220/CE001; 
	1

	83
	Retrofit To Existing Dual 50V 100A Battery Charger & Dual Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input. Each Dual Retrofitted with Rectifiers, Control Unit, AC Input Breaker, Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt. Generally to Eskom Specification 240-53114248.
	1

	84
	Retrofit To Existing Single 50V 100A Battery Charger & Single Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input. Retrofitted with Rectifiers Control Unit, AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt.  Generally to Eskom Specification 240-53114248.
	1

	85
	Retrofit To Existing Dual 50V 100A Battery Charger & Dual Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input. Each Dual  to be retrofitted with Rectifiers, Control Unit, Rack (for rectifiers) AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt/s. Generally to Eskom Specification 240-53114248..
	1

	86
	Retrofit To Existing Single 50V 100A Battery Charger & Single Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input. To be retrofitted with Rectifiers, Control Unit, Rack (for rectifiers) AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt/s. Generally to Eskom Specification 240-53114248..
	1

	87
	Retrofit To Existing Dual 110V 100A Battery Charger & Dual Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input. Each Dual to be retrofitted with Rectifiers, Control Unit, Rack (for rectifiers) AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt/s. Generally to Eskom Specification 240-53114248..
	1

	88
	Retrofit To Existing Single 110V 100A Battery Charger & Single Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input.  To be retrofitted with Rectifiers, Control Unit, Rack (for rectifiers) AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt/s. Generally to Eskom Specification 240-53114248..
	1

	89
	Retrofit To Existing Dual 110V 200A Battery Charger & Dual Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input. Each Dual to be retrofitted with Rectifiers, Control Unit, Rack (for rectifiers) AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt/s. Generally to Eskom Specification 240-53114248..
	1

	90
	Retrofit To Existing Single 110V 200A Battery Charger & Single Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input.  To be retrofitted with Rectifiers, Control Unit, Rack (for rectifiers) AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt/s. Generally to Eskom Specification 240-53114248..
	1

	91
	Retrofit To Existing Dual 220V 100A Battery Charger & Dual Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input. Each Dual to be retrofitted with Rectifiers, Control Unit, Rack (for rectifiers) AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt/s. Generally to Eskom Specification 240-53114248..
	1

	92
	Retrofit To Existing Single 220V 100A Battery Charger & Single Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input.  To be retrofitted with Rectifiers, Control Unit, Rack (for rectifiers) AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt/s. Generally to Eskom Specification 240-53114248..
	1

	93
	Retrofit To Existing Dual 220V 200A Battery Charger & Dual Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input. Each Dual  to be retrofitted with Rectifiers, Control Unit, Rack (for rectifiers) AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt/s. Generally to Eskom Specification 240-53114248..
	1

	94
	Retrofit To Existing Single 220V 200A Battery Charger & Single Distribution Board, 600x 600x 2400mm. 400V 3 Phase AC Input. Retrofitted with Rectifiers Control Unit, AC Input Breaker,  Rectifier Module Breakers, DEHNguard AC Surge, Surge arrestors, Shunt. Generally to Eskom Specification 240-53114248.
	1

	95
	SPARES
	 

	96
	24V Controllers
	1

	97
	50V Controllers
	1

	98
	110V/220V Controllers
	1

	99
	24V Rectifiers Modules
	1

	100
	50V Rectifiers Modules
	1

	101
	110V Rectifiers Modules
	1

	102
	220V Rectifiers Modules
	1

	103
	Surge Arrestor Modules
	1

	104
	Temperature probes
	1

	105
	Load Voltage Regulation Module 50V/25A
	1

	106
	Load Voltage Regulation Module 50V/50A
	1

	107
	Load Voltage Regulation Module 50V/75A
	1

	108
	Load Voltage Regulation Module 50V/125A
	1

	109
	Load Voltage Regulation Module 50V/150A
	1

	110
	Load Voltage Regulation Module 50V/175A
	1

	111
	Load Voltage Regulation Module 50V/200A
	1

	112
	Load Voltage Regulation Module 50V/250A
	1

	113
	Load Voltage Regulation Module 50V/300A
	1

	114
	Load Voltage Regulation Module 50V/350A
	1

	115
	Load Voltage Regulation Module 50V/400A
	1

	116
	Load Voltage Regulation Module 50V/450A
	1

	117
	Load Voltage Regulation Module 50V/500A
	1

	118
	Load Voltage Regulation Module 50V/550A
	1

	119
	Load Voltage Regulation Module 50V/600A
	1

	120
	Load Voltage Regulation Module 50V/650A
	1

	121
	Load Voltage Regulation Module 50V/700A
	1

	122
	Load Voltage Regulation Module 50V/750A
	1

	123
	Load Voltage Regulation Module 50V/800A
	1

	124
	Type DC1: 19" 4U DX module,DC INPUT MCB, LOAD-4X6A SP,2X10A SP, 4X16A SP,2X32ASP,2x surge,4U COVER PLATE.
	1

	125
	Type DC2: 19" 4U DX module,DC INPUT MCB 50A, LOAD-12X6A SP,2x surge,4U COVER PLATE.
	1

	126
	Type DC3: 19" 4U DX module,DC input terminals, LOAD-12X6A SP,4U COVER PLATE.
	1

	127
	Type DC3: 19" 4U DX module,DC input terminals, LOAD-4x6A +2x10A+4X16A+2X32A SP,4U COVER PLATE.
	1


2 Specification and description of the good
	Reference Number
	Title

	240- 170000900
	Technical Evaluation Criteria 

	240-105658000 (QM 58)
	Supplier Quality Management: Specification

	32-727


	SHE POLICY



	240-53114248
	Technical Standard specification for Switch Mode battery Chargers 


2.1 Purchaser’s design

The goods shall be manufactured in line with the Purchaser’s Standard specification below:

	Reference Number
	Title

	240- 170000900
	Technical Evaluation Criteria 

	240-105658000 (QM 58)
	Supplier Quality Management: Specification

	32-727


	SHE POLICY



	240-53114248
	Technical Standard specification for Switch Mode battery Chargers 


2.2 Procedure for submission and acceptance of Supplier’s design

N/A
2.3 Other requirements of the Supplier’s design
N/A
2.4 Use of Supplier’s design

N/A
2.5 Manufacture & fabrication

          To be done as per specifications listed in 2.1 above.
2.6 Factory acceptance testing (FAT)

Purchaser to perform factory acceptance testing (FAT) for the first consignment 

Where the products are manufactured in South Africa, a notification of inspection must be communicated at least 14 (fourteen) working days prior to the testing.

Where the products are manufactured outside South Africa, a notification of inspection must be communicated at least 8 (eight) weeks prior to the testing.
After contract award, Purchaser shall at Purchaser’s sole discretion evaluate the Goods at any stage during the manufacturing and fabrication process to determine that the Goods meet the requirements of the specification.
2.7 Other tests and inspections and commissioning in place of use
            Purchaser may request from Supplier installation manuals/ installation diagrams for certain products.
2.8 Operating manuals and maintenance schedules

N/A
3 Supply Requirements
The Supply Requirements for this contract are in Annexure A to the Contract Data provided by the Purchaser. 
4 Specification of the services to be provided
N/A
5 Constraints on how the Supplier Provides the Goods
5.1 Programming constraints 

N/A

5.2 Work to be done by the Delivery Date
N/A

5.3 Marking the goods 
N/A

5.4 Constraints at the delivery place and place of use

N/A

5.5 Cooperating with Others

N/A

5.6 Services & other things to be provided by the Purchaser or Supplier
N/A

5.7 Management meetings

Regular meetings of a general nature may be convened and chaired by the Supply Manager as follows:

	Title and purpose
	Approximate time & interval
	Location
	Attendance by:

	Risk register 
	As and when necessary 
	Alternate between Supplier & Purchaser premise OR Virtually
	Purchaser, Supplier, and others that may be invited

	Overall contract progress and feedback
	Quarterly Progress review meeting
	Alternate between Supplier & Purchaser premise OR Virtually
	Purchaser, Supplier and others that may be invited

	Technical and Quality 
	Once or twice a year
	Alternate between Supplier & Purchaser premise OR Virtually
	Purchaser, Supplier and others that may be invited

	Adhoc meeting
	At any intervals
	Alternate between Supplier & Purchaser premise OR Virtually
	Purchaser, Supplier and others that may be invited


Meetings of a specialist nature may be convened as specified elsewhere in this Goods Information or if not so specified by persons and at times and locations to suit the Parties, the nature and the progress of the manufacture of the goods.  Records of these meetings shall be submitted to the Supply Manager by the person convening the meeting within five days of the meeting.  

All meetings shall be recorded using minutes or a register prepared and circulated by the person who convened the meeting.   Such minutes or register shall not be used for the purpose of confirming actions or instructions under the contract as these shall be done separately by the person identified in the conditions of contract to carry out such actions or instructions.  

5.8 Documentation control

All communication is to be channelled through the Purchaser’s Representative and Suppliers key person.
5.9 Health and safety risk management
The Supplier
In carrying out his obligation as the mandatory to the Purchaser for this contract in terms of section 37(2) of the Occupation Health & Safety No 85 of 1993 and its regulations, the Supplier shall comply with the Act and other legal requirements e.g. Operating Regulations for High Voltage Systems when Providing the Works or using Plant, Material or Equipment. The Supplier indemnities the Purchaser against loss and damage to property, death of or injury to, a person and claims, proceeding, compensation and costs arising from the supplier’s transgression of the Act, except to the extent that the Purchaser caused the transgression.

Eskom Management (contract custodian & site safety):

The responsible manager (contractor custodian and site safety manager) during site mobilisation must take over the responsibility for ensuring that the Supplier adheres to the relevant contract site SHE requirements, works according to the approved SHE plan and provides oversight supervision over the contractor for task / activities / work / service being performed
Note: For every site that work is being performed by the contractor a 37(2) agreement must be signed by the site contract custodian and the contractor.
5.10 Environmental constraints and management
The Supplier shall comply with the environmental criteria and constraints [stated here or contained in Annexure ________ ]
5.11 Quality

The Supplier shall adhere to the Supplier Contract Quality Requirements Specification QM58 ( 240- 105658000) during the contract execution, with special reference but not limited to:

· (Reference 3.5.2) The Supplier shall submit the following documents 30 (thirty) days after contract award:

· A Contract Quality Plan and QCP/ITP(s) for review and acceptance by the Purchaser prior to the commencement of any work, inclusive of subcontracted work. This shall be reviewed and signed off by the Purchaser.

• QCP/ITP(s) during contract execution shall be adhered to.

· Purchaser to perform first consignment release, a self - release will be issued Supplier upon satisfactory report.
• Supplier to keep record of non-conformance & inspection defect/reject reports and Non-conformance Reports to be reconcile with the record of the Purchaser during interphase meeting.
5.12 Invoicing and payment
Within one week of receiving a payment certificate from the Supply Manager in terms of core clause 51.1, the Supplier provides the Purchaser with a tax invoice showing the amount due for payment equal to that stated in the Supply Manager’s certificate.  
The Supplier shall address the tax invoice to Purchaser and include on each invoice the following information:

· Name and address of the Supplier and the Supply Manager; 

· The contract number and title;

· Supplier’s VAT registration number;

· The Purchaser’s VAT registration number.
· Description of goods and services provided for each item invoiced based on the Price Schedule;

· Total amount invoiced excluding VAT, the VAT and the invoiced amount including VAT;

· (add other as required)

5.13 Insurance provided by the Purchaser
As per contract data on Annexure B

5.14 Contract change management 
N/A
5.15 Provision of bonds and guarantees

The form in which a bond or guarantee required by the conditions of contract (if any) is to be provided by the Supplier is given in Part 1 Agreements and Contract Data, document C1.3, Sureties.  
The Purchaser may withhold payment of amounts due to the Supplier until the bond or guarantee required in terms of this contract has been received and accepted by the person notified to the Supplier by the Supply Manager to receive and accept such bond or guarantee.  Such withholding of payment due to the Supplier does not affect the Purchaser’s right to termination stated in this contract. 
5.16 Records of Defined Cost, payments & assessments of compensation events to be kept by the Supplier
N/A
6 Procurement
6.1 Subcontracting
6.1.1 Preferred subcontractors

SC does not make use of nominated subcontracting, but the Purchaser may list which subcontractors or sub-suppliers the Supplier is required to enter into subcontracts with (if any).  This is usually only required where plant and materials need to be obtained from a particular supplier or group of suppliers in order to comply with operational standards for the goods.
6.1.2 Limitations on subcontracting

The Purchaser may require that the Supplier must subcontract certain specialised work, or that the Supplier shall not subcontract more than a specified proportion of the whole of the contract.  

N/A
6.1.3 Spares and consumables
N/A

6.1.4 Other requirements related to procurement
Local content to South Africa: 

The dtic designation of 90% will apply to this transaction in line with dtic instruction note that was signed on 21 October 2015 to designate Cables.  This requirement is aligned with paragraph 8 of PPPFA regulations 2017.

Tenders who do not meet this requirement will be disqualified unless if an exemption has been granted by the Department of Trade, Industry and Competition (dtic).
6.1.5 Skills Development

Skills development in each segment shall have specific targets that address Eskom’s core, scarce and critical skills and the MICT SETA scarce and critical skills. The target skill to be develop is 10X Electrical/Electronic/ Bursaries skills through spend by Eskom to qualify in the occupations shown below. The candidates shall be currently unemployed graduates from school, technical, vocational, education and training (TVET) campuses and universities.
6.1.6 SDI&L Obligations monitoring Plan
Eskom will provide with the implementation plan; it must complete and submit it for acceptance
within 30 days after contract award.

Tenderers shall submit SD&L performance reports quarterly. 

Should the Supplier fail to fulfill SD&L obligations, 2.5% of the invoice amount shall be retained. The retained amounts shall finally be forfeited to the Purchaser when expiry occurs as per clause 3 (Time) above and the Supplier did not meet the SD&L requirements.
6.1.7 Cataloguing requirements by the Supplier
State whether cataloguing is applicable, if it is, reference the requirements for cataloguing that need to be satisfied by the Supplier (consult Procurement Instruction Number 1 of 2018 – Incorporating Cataloguing into the Procurement Environment, Unique Identifier 240-1289988974).
7 List of drawings

7.1 Drawings issued by the Purchaser
This is the list of drawings issued by the Purchaser at or before the Contract Date and which apply to this contract.  
	Drawing number
	Revision
	Title

	
	
	

	
	
	

	
	
	

	
	
	

	
	
	




Part C3: Scope of Work
1
C3 sc3 Cover page

