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GENERAL NOTES:

1. ALL FEEDER EQUIPMENT IS 3—PHASE, 4—WIRE UNLESS

OTHERWISE INDICATED.

2. ALL TYPE NUMBERS REFER TO ABB EQUIPMENT (or

Equivalent). WHERE TYPE NUMBERS ARE NOT INDICATED OR
NOT AVAILABLE, SUITABLE ALTERNATIVE ABB EQUIPMENT (or
Equivalent) SHALL BE PROPOSED TO THE ENGINEER FOR

APPROVAL.

NO CLAIMS FOR ADDITIONAL COSTS IN RESPECT OF THE

ABOVE SHALL BE ENTERTAINED AFTER THE TENDER.

3. CABLE LENGTHS INDICATED ON THIS DRAWING ARE FOR FAULT
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4. ELECTRICAL CONTRACTOR TO MEASURE ALL CABLES &
BUSBARS PRIOR TO ORDERING.
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