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Table 1-7 
Meteorological Data 

Design Parameter Minimum Design Maximum Design Units 

Rainfall - 24 Hour, 50 Year Event 

 -24 Hour, 100 Year Event 

(Design rainfall parameter may vary 
depending on local codes or agencies.) 

-- 126 

145

mm

mm

Wind Design Parameters 

Wind Velocity (Maximum sustained 
wind speed or 3 second gust)  

-- 40 m/sec 

 kp = 0.49 (site altitude is 
~1,631 m) 

 kr = 1.0 

 Terrain Category = 2 

 Importance Factor = 1.2 

Annual Barometric Pressure Data, 
adjusted to site elevation

 637 mmHg 

Ambient Temperature (extremes) -7.6 DB 42.3 DB ° C 

Freeze Protection Design Conditions -2 DB with 10 kph 
coincident wind 

-- ° C 

Space Conditioning Ambient Design 
Temperature (Kendal Station Weather 
Data, 2.0 percent summer/99.0 percent 
winter)

-1.8 DB 34.5 DB/20 WB ° C 


